<table>
<thead>
<tr>
<th>COST</th>
<th>LOCATION</th>
<th>BUILDING</th>
<th>ROOM NO.</th>
<th>ESTIMATE</th>
</tr>
</thead>
<tbody>
<tr>
<td>Red</td>
<td>Green</td>
<td>Business</td>
<td>102</td>
<td>N/A</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>Chambers Library</td>
<td>108A &amp; 108B</td>
<td>N/A</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>Communications</td>
<td>100A</td>
<td>$50,000</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>Communications</td>
<td>100B</td>
<td>$50,000</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>Coyner Health Services</td>
<td>123</td>
<td>N/A</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>Education</td>
<td>215A &amp; 215B</td>
<td>$40,000</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>Forensic Science Institute</td>
<td>100M</td>
<td>N/A</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>Health &amp; Physical Education</td>
<td>100</td>
<td>N/A</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>Housing</td>
<td>13</td>
<td>N/A</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>Human Environmental Sciences</td>
<td>Suite 100</td>
<td>N/A</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>Liberal Arts</td>
<td>104- Deans Office</td>
<td>N/A</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>Mitchell Hall</td>
<td>212</td>
<td>N/A</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>Mitchell Hall</td>
<td>B05</td>
<td>N/A</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>Mitchell Hall</td>
<td>B04</td>
<td>N/A</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>Music</td>
<td>215</td>
<td>$15,000</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>Music</td>
<td>216</td>
<td>$10,000</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>Night University Center</td>
<td>232</td>
<td>N/A</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>Night University Center</td>
<td>309F</td>
<td>$25,000</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>Thatcher Hall</td>
<td>121B</td>
<td>$35,000</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>University Suites</td>
<td>4115E</td>
<td>$25,000</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>University Suites</td>
<td>4111C</td>
<td>N/A</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>Wantland Stadium</td>
<td>113 &amp; 120 (Family)</td>
<td>$7,000</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>Wellness Center</td>
<td>209</td>
<td>N/A</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>West Hall</td>
<td>F102</td>
<td>N/A</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>West Hall</td>
<td>F103</td>
<td>N/A</td>
</tr>
<tr>
<td>Red</td>
<td>Green</td>
<td>West Hall- Tutoring Central</td>
<td>G103 &amp; G103A</td>
<td>$75,000</td>
</tr>
</tbody>
</table>

*NOTE: Cost to add single all-gender restroom to new building project (in design) approximately $40,000- $50,000
GENDER INCLUSIVE RESTROOM GUIDELINES

BUSINESS BUILDING - SUITE 102

- Room Size - 5'7" x 7' 7.5" (Room is too small for proper clearance and turning radius)
- Not enough clearance in front of sink
- Lowest part of ceiling slope is 74" AFF (80" min. AFF)

Expansion not feasible
Location: Public Access
GENDER INCLUSIVE RESTROOM GUIDELINES

CHAMBERS LIBRARY - SUITE 108A & 108B (they are identical)

- In 108A there is a wooden box that needs to be removed for proper turning clearance.

- No Cost of Modification
- Location: Public Access
GENDER INCLUSIVE RESTROOM GUIDELINES

COMMUNICATIONS BUILDING - 100A

- Currently 52" from side wall of toilet to sink. (60" min) - ROOM IS TOO SMALL
- Cabinet is 57" AFF (48" max or remove cabinet)
- Toilet paper dispenser is 17" in front of toilet (9" max)
- Flush on Toilet needs to be relocated to open side of toilet

High Cost of Modification (Would need to combine 100A & 100B) **Estimate $50,000**

Location: Public Access - Loss of M/W destination
GENDER INCLUSIVE RESTROOM GUIDELINES

COMMUNICATIONS BUILDING - 100B

- Currently 52" from side wall of toilet to sink.
  (60" min) - ROOM IS TOO SMALL
- Flush on Toilet needs to be relocated to open side of toilet

- High Cost of Modification (Would need to combine 100A & 100B) **Estimate $50,000**
- Location: Public Access - Loss of M/W destination
GENDER INCLUSIVE RESTROOM GUIDELINES

COYNER HEALTH SCIENCES - SUITE 123

- Extra furniture and scales needs to be removed for proper turning clearance.
- Black plastic paper towel dispenser- 53" AFF (Should be 44" min.)
- Stainless Steel paper towel dispenser- 60" (Should be 48" min.)

Minimal Cost of Modification

Location: Public Access
GENDER INCLUSIVE RESTROOM GUIDELINES

EDUCATION BUILDING - SUITE 215A & 215B (FS) (They are Identical)

- Room size - 4' 8" x 6' 3" (Room too small for turning radius)
- No Grab bars
- 58" Paper towel dispenser height (Should be 48" min.)
- 12" between paper towel dispenser and door frame (18" min.)
- Shelf above toilet needs to be removed for proper height clearance
- Toilet flush controls need to be located on the open side of the toilet

Cost of Modification (Would need to combine 215A, 215B, and passageway) Estimate $40,000

Location: Staff Only Access - Loss of M/W destination
GENDER INCLUSIVE RESTROOM GUIDELINES

FORENSIC SCIENCE INSTITUTE - 100M (FS)

RESTROOM CURRENTLY MEETS ADA STANDARDS

- No Cost of Modification
- Location: Staff Only Access
GENDER INCLUSIVE RESTROOM GUIDELINES

HEALTH AND PHYSICAL EDUCATION - SUITE 100 (1ST FLOOR NEAR DANCE OFFICES)(FS)

- Room size - 5'7" x 9' (without storage area 5'7" x 5'7")
  (Room too small toilet clearance and turning radius)
- No Grab bars
- Middle wall does not allow clear access with door swing position
- Door width - 28.5" (Door width needs a min. of 32" clearance)
- Toilet flush controls need to be located on the open side of the toilet

Expansion not feasible
Location: Public Access
GENDER INCLUSIVE RESTROOM GUIDELINES

HOUSING OFFICE - SUITE 13

- 52" from bottom of mirror to AFF (No higher than 35" AFF)
- Toilet flush controls need to be located on the open side of the toilet

Minimal Cost of Modification
Location: Public Access
GENDER INCLUSIVE RESTROOM GUIDELINES

HUMAN ENVIRONMENTAL SCIENCES - SUITE 100 (FS)

- Room size - 52.5" x 66.5" (Room too small for toilet clearance and turning radius)
- 51" Paper towel dispenser height (Should be 48" min.)
- No Grab bars
- 46.5" from bottom of mirror to AFF (No higher than 35" AFF)

Expansion not feasible
Location: Staff Only Access
GENDER INCLUSIVE RESTROOM GUIDELINES

LIBERAL ARTS BUILDING - 104 DEAN'S OFFICE (MEN) (FS)

RESTROOM CURRENTLY MEETS ADA STANDARDS

- No Cost of Modification
- Location: Staff Only access - Loss of M/W destination
GENDER INCLUSIVE RESTROOM GUIDELINES

MITCHELL HALL - ROOM 212

- Paper Towel Dispenser- Currently located 51" AFF (44" Max AFF)

- Minimal Cost of Modification
- Location: Public Access
GENDER INCLUSIVE RESTROOM GUIDELINES

MITCHELL HALL - B05

- Currently 49.5" from side wall of toilet to sink.
  (60" min) - ROOM IS TOO SMALL

Expansion not Feasible
Location: Public Access - Loss of M/W destination
GENDER INCLUSIVE RESTROOM GUIDELINES

MITCHELL HALL - BO4

RESTROOM CURRENTLY MEETS ADA STANDARDS

- No Cost of Modification
- Location: Public Access - Loss of M/W destination
GENDER INCLUSIVE RESTROOM GUIDELINES

MUSIC - 215 (MENS)

- Currently has a stall that is only 34.5" wide (60" min) (Remove stall and make it a single occupant restroom)
- Urinal is too close to wall for proper approach clearance
- Flush on Toilet needs to be relocated to open side of toilet

Cost of Modification Estimate $15,000

Location: Public Access - Loss of M/W destination
GENDER INCLUSIVE RESTROOM GUIDELINES

MUSIC - 216 (WM'S)

- Currently 52” from side wall of toilet to sink. (60” min) - Sink needs to be relocated
- Door hook on back of door currently 58” AFF (48” max)

Cost of Modification Estimate $10,000
Location: Public Access - Loss of M/W destination
GENDER INCLUSIVE RESTROOM GUIDELINES

NIGH UNIVERSITY CENTER - ROOM 232 (FAMILY)

- Paper Towel Dispenser (North Wall)- Currently located 52” AFF (From base of dispenser (44” Max AFF)
- Paper Towel Dispenser (East Wall)- Currently located 50” AFF (From base of dispenser (44” Max AFF)

Minimal Cost of Modification

Location: Public Access
GENDER INCLUSIVE RESTROOM GUIDELINES

NIGH UNIVERSITY CENTER - ROOM 309F

- Room size - 6' 1.5" x 6' 2.5" (Room too small for toilet clearance and turning radius)
- Door hook 63" (48" AFF max)

Cost of Modification Estimate $25,000
Location: Staff Only Access
GENDER INCLUSIVE RESTROOM GUIDELINES

THATCHER HALL - 121B FEMALE FACULTY

- Room size - 4' 11" x 14' 3" (Room too small for turning radius)
- Heater is too close to toilet
- Toilet currently 28" from center to the side wall (19" max)
- Toilet paper dispenser located in front of toilet (needs to be relocated)

Cost of Modification (Would require encroaching on study area) Estimate $35,000

Location: Public Access
GENDER INCLUSIVE RESTROOM GUIDELINES

UNIVERSITY SUITES - 4115E

- Currently 52" from side wall of toilet to sink. 
  (60" min) - ROOM IS TOO SMALL
- Toilet paper dispenser is 17" in front of toilet (9" max)

High Cost of Modification (Would require loss of kitchen restroom or janitorial space)
Estimate $25,000

Location: Public Access - Loss of M/W destination
GENDER INCLUSIVE RESTROOM GUIDELINES

UNIVERSITY SUITES - 4111C

- Paper towel dispenser currently 55” AFF (48” max)

Minimal Cost of Modification
Location: Public Access - Loss of M/W destination
GENDER INCLUSIVE RESTROOM GUIDELINES

WANTLAND STADIUM - SUITE 113 & 120 (FAMILY)

- 53" Paper towel dispenser height (handle height)  
  (Should be 44" min.)
- No Mirror Currently
- Hot water tanks under sinks do not meet depth and width clearance  
  for underneath sink. (Relocate the tanks)

Cost of Modification **Estimate $7,000**

Location: Public Access

[Images of bathroom areas with numbers 113 and 120]
GENDER INCLUSIVE RESTROOM GUIDELINES

WELLNESS CENTER - SUITE 209 (FS)

- Room size - 5' 10.5" x 6' 7.5" (Room too small for toilet clearance and turning radius)

Expansion not feasible
Location: Staff Only Access
GENDER INCLUSIVE RESTROOM GUIDELINES

WEST HALL - F102

- Paper towel dispenser currently 52” AFF (44” max)

Minimal Cost of Modification
Location: Public Access - Loss of M/W destination
GENDER INCLUSIVE RESTROOM GUIDELINES

WEST HALL - F103

- Room size - 5' 5" x 7' 7.5" (Room too small for turning radius)
- Currently 40" from side wall of toilet to sink.
  (60" min) - ROOM IS TOO SMALL
- Paper towel dispenser currently 54" AFF (48" max)

Expansion not Feasible
Location: Public Access - Loss of M/W destination
GENDER INCLUSIVE RESTROOM GUIDELINES

TUTORING CENTRAL - WEST HALL - G103 & G103A

- Currently 49" from side wall of toilet to sink. (60" min) - ROOM IS TOO SMALL
- Table in rooms needs to be removed
- Shelving on exterior of doors needs to be removed for proper clearance.

Cost of Modification Estimate $75,000

Location: Public Access - Loss of M/W destination